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NOTE: BUILDING PRESSURE CONTROL

CONTROLLER IS USED WITH THE
VCM CONTROLLER IT MUST HAVE

(1) RELAY OUTPUT CONFI!

IGURED

FOR HEAT IN ORDER TO FUNCTION

CORRECTLY. THIS RELAY

OUTPUT

MUST BE CONFIGURED WHEN
SETTING-UP THE CONTROLLER(S)
OPERATING PARAMETERS. SEE

THE VCM-X CONTROLLER
OPERATOR INTERFACES
TECHNICAL GUIDE FOR Ct

OMPLETE

CONTROLLER PROGRAMMING AND

CONFIGURATION INFORM,

IATION.
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DAMPER ACTUATOR OR BUILDING
PRESSURE FAN VFD CONTROL CAN BE

BUILDING PRESSURE CONTROL
DAMPER ACTUATOR
USED, NOT BOTH

NoTE: BUILDING PRESSURE

ALL RELAY OUTPUTS ARE NORMALLY RELIEF FAN VFD NOTE:

OPEN AND RATED FOR 24 VAC POWER o + 1.)THE MODULATING COOLING DEVICE
ONLY - 1 AMP MAXIMUM LOAD USED MUST BE CAPABLE OF
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RETURN AIR BYPASS DAMPER
ACTUATOR (2-10 VDC)

: NOTE: RETURN AIR BYPASS WIRING.
RETURN AIR DAMPER MUST HAVE

| SEPARATE ACTUATOR INDEPENDENT
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OF THE OA DAMPER ACTUATOR
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